
 

 

 

THE NATIONAL CREDIT REGULATOR 

13 MARCH 2025 

 
DESCRIPTION-REQUEST FOR QUOTATION: TERMS OF 

REFERENCE FOR THE APPOINTMENT OF AN ACCREDITED 

SERVICE PROVIDER TO CONDUCT A 10-YEAR PRESSURE 

TEST ON TEN CO2 EXTINGUISHERS, SUPPLY AND INSTALL 

BRACKET FOR A CO2 FIRE EXTINGUISHER AND REPLACE 

THE HOSE. 
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CLOSING DATE: 24 MARCH 2025 AT 11H00 SHARP CAT 

 
EMAIL YOUR SUBMISSION TO: SMinnaar@ncr.org.za 
 
COMPULSORY SITE VISIT: 18 MARCH 2025 @ 14H00 
 
ADDRESS: 127-15TH ROAD, RANDJESPARK, MIDRAND 
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mailto:SMinnaar@ncr.org.za


SPECIFICATION 

 
Terms of reference for the appointment of an accredited service provider to conduct 

a 10-year pressure test on ten CO2 extinguishers, supply and install bracket for a 

CO2 fire extinguisher and replace the hose. 

 
1. Purpose 

The NCR would like to appoint an accredited service provider to conduct a 10-year 

pressure test on ten CO2 extinguishers, supply and install bracket for a CO2 fire 

extinguisher and replace the hose. 

 
2. Scope of work 

2.1 The ten (10) CO2 Fire extinguishers 10-year pressure testing as per SANS 

1825 

2.2 A CO2 Extinguisher no. 26 inside Procurement storeroom, hose perished and 

needs replacement. 

2.3 A CO2 Extinguisher no. 26 to be repositioned as per standard. The bracket 

must be moved. 

 
3. Pre-requisites 

3.1 The bidder must submit proof of accreditation with the South African National 

Accreditation System (SANAS). 

3.2 The service provider must have attended a compulsory site visit. The site visit 

is scheduled for 18 March 2025 @ 14h00. 

3.3 The Bidder must submit a letter from the Department of Labour (COIDA). The 

bidder must ensure compliance to the Occupational, Health and Safety Act 85 

of 1993 for the duration of contract. 

3.4 The bidder must, at his own expense, take out sufficient insurance against any 

claims, costs, loss and or damage ensuing from its obligation and shall 



ensure that such insurance remains operative for the duration of this 

work. A copy of insurance must be submitted as proof. 

 

4. Pricing schedule 
 

 

Description Quantity Unit Price Price excluding 

VAT 

CO2 Fire extinguishers 10-year 
pressure testing 

10  R 

A CO2 Ext inguisher no.   26 
ins ide 

Procurement storeroom, hose 

replacement. 

1  R 

A CO2 Extinguisher no. 26 to be 

repositioned as per standard. 

1  R 

Health and Safety Plan / File 1  R 

Travelling costs   R 

Price exclusive of VAT R 

VAT@15% R 

Price inclusive of VAT R 

 

 

 

Fraud / Anti-Corruption Hotline 

Report any incidents of wrongdoing 
to the KPMG Ethics Line 

0800 20 53 17 (Toll Free) 


